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INVITATION TO BID 
Submetering 

at 
Tall Cedars Mobile Home Park, 401 37th St SE, Auburn, WA  98002 

June 30, 2025 

ADDENDUM NO. 2 

This addendum is used to clarify, change, delete, add to or substitute items in the original contract documents. 

BID DATE: July 1, 2025 at 12:00 pm    Tuesday, July 8, 2025, at 11:30 am 

QUESTIONS DEADLINE: Tuesday, June 24, 2025 at 9:00 am 

NUMBER OF PAGES: 2 ATTACHMENT:       

CONTRACT NUMBER: TS2501031 

NOTICE TO BIDDERS:  Bidders are hereby notified of the following changes and/or clarifications to the 
Contract Documents for this project. 

QUESTIONS/CLARIFICATIONS: 

Q1:  Can you confirm laying length? 

A1: Standard 7 ½”.  

Q2:  Can you confirm method of reading? Our offering would be AMR (900MhZ band) with a device that 
Bluetooth connects to a phone to read. 

A2: Advanced Meter Infrastructure (AMI). To elaborate: A system which passively collects data via repeaters and 
a gateway and uploads that to a location for data collection. 

Q3: What is the expected method of viewing data?  Our offering is a cloud hosted software solution with 
analyzation tools that can be exported to a billing file (billing software/file not included) Kamstrup software has 
an annual hosting fee. 

A3: Cloud, website, software, or application which allows for data collection and property management access to 
data. Data must be in format which allows for property to create individual bills for each meter at regular 
intervals. KCHA understands there may be periodic fees.  
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Additional clarification: It has been brought to KCHA’s attention that the specified meter is not suitable for 
exterior use. Provide alternate meter suitable for outdoor use. Meters should be rated for outdoor use in a water 
box. The water boxes are installed at grade and are not below the frost line, so the meter may be subject to 
freezing temperatures. Ensure meter is compatible with an AMI system. 

All other provisions of the Contract Documents remain unchanged. 
 

END OF ADDENDUM NO. 2 


